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This paper describes experimental and numerical modelling results from an investigation
into the flammability profiles associated with high pressure hydrogen jets released in close
proximity to surfaces. This work was performed under a Transnational Access Agreement
activity funded by the European Research Infrastructure project, H2FC.
The experimental programme involved ignited and unignited releases of hydrogen at
pressures of 150 and 425 barg through nozzles of 1.06 and 0.64 mm respectively. The
proximity of the release to a ceiling or the ground was varied and the results compared
with an equivalent free-jet test. During the unignited experiments concentration profiles
were measured using hydrogen sensors. During the ignited releases thermal radiation was
measured using radiometers and an infra-red camera. The results show that the flam-
mable volume and flame length increase when the release is in close proximity to a sur-
face. The increases are quantified and the safety implications discussed.
Selected experiments were modelled using the CFD model FLACS for validation pur-
poses and a comparison of the results is also included in this paper. Similarly to experi-
ments, the CFD results show an increase in flammable volume when the release is close to
a surface. The unstable atmospheric conditions during the experiments are shown to have
a significant impact on the results.
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The presence of surfaces affects the dispersion behaviour of
jets, impacting the flammable extent of combustible gases.
The importance of the effect will depend on the distance be-
tween the jet and the surface, on themomentumof the jet and
the buoyancy forces. In addition, the presence of the surface
affects turbulence, inducing recirculation zones and may
result in a Coanda effect. Through these combined effects on
the flammable extent, surfaces can directly impact risk anal-
ysis and thus require a thorough understanding.
The dispersion behaviour of high-pressure hydrogen jets
released in close proximity to a surface is not fully under-
stood. There are indications that the extent of the flammable
region is significantly increased [1] [2] and so a better under-
standing of this phenomenon is required to enable safety
distances to be specified with greater certainty.
Fig. 1 e HiPress facility at HSL.Objectives
 To gain a better understanding of the dispersion behaviour
of an unignited high-pressure hydrogen jet released close
to a surface
 To gain a better understanding of the influence of surface
proximity on ignited high-pressure hydrogen releases
 To generate experimental data to validate computational
fluid dynamics (CFD) modellingProgramme of work
Four separate test series were performed:
 Unignited experiments of high-pressure hydrogen jet re-
leases close to the ground (SERIES 1)
 Ignited experiments of high-pressure hydrogen jet releases
close to the ground (SERIES 2)
 Unignited experiments of high-pressure hydrogen jet re-
leases close to a ceiling (SERIES 3)
 Ignited experiments of high-pressure hydrogen jet releases
close to a ceiling (SERIES 4)
For each series performed, six configurations were
investigated with two repeats of each configuration. Two
different flow conditions were chosen to give similar free jet
distances to the lower flammability limit (LFL) but using
differing nozzle sizes and pressures. A flow rate of 6e8 gs1
was anticipated [3] to give an estimated distance to the (LFL)Table 1 e Test matrix for unignited and ignited releases of hig
ceiling.
Test storage pressure (barg) Orifice size (mm)
Dista
0.05
150 1.06 1 2 3
425 0.64 10 11 12
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proximity to surfaces, International Journal of Hydrogen Energy (201of 4e5 m for a free jet [4]. The hydrogen reservoirs were
known to decrease in pressure during each test, which was
between 20 and 40s long, the final pressure being approxi-
mately 90% of the initial pressure. Table 1 describes the
tests:Experimental set up
Test facility
The HiPress test facility is situated at the Dale Head site at
HSL, Buxton (Fig. 1). It comprises:
 Two 50 l storage vessels with 1000 barg working pressure
which are suitable for hydrogen service and ½” bore
pipework
 A gas booster compressor to charge the vessels from a
hydrogen delivery pack pressure of <175 barg up to
1000 barg
 A remote operation, release timing and firing control sys-
tem to perform andmonitor and record test sequence data
including temperatures and pressures within the pipework
A simplified process and information diagram (P&ID) of the
release system is shown in Fig. 2. The only alterations
required were the inclusion of a nozzle at the pipe exit and
some pipe extension to alter the release height.h-pressure hydrogen close to the ground and close to the
Series 1e2 Series 3e4
nce from ground (m) Distance from ceiling (m)
0.48 1.22 0.08 0.49
4 5 6 7 8 9 1 2 3 4 5 6
13 14 15 16 17 18 10 11 12 13 14 15
s associated with high-pressure hydrogen jets released in close
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Fig. 2 e Simplified P&ID of release system.
i n t e rn a t i o n a l j o u rn a l o f h y d r o g e n en e r g y x x x ( 2 0 1 6 ) 1e9 3Release conditions
Two flow conditions were identified; 425 barg through a
0.64 mm nozzle and 150 barg through a 1.06 mm nozzle. The
orifice sizes quoted were measured independently using a
microscope and micrometre and the pressures were deter-
mined to maintain a common free jet distance to LFL (calcu-
lated at 4.6m [4]). These orifices and pressureswere calculated
to produce flow rates of 6.7 gs1 and 7.3 gs1 hydrogen for flow
conditions/nozzle sizes of 425 barg/0.64 mm and 150 barg/
1.06 mm respectively [3].
It is possible to verify these calculated values by using the
experimental pressure and temperature data and subse-
quently the density using Equation (1) [5] to produce an
average mass flow rate during the tests:
Zðp;TÞ ¼ p
rRT
¼ 1þ
X9
i¼1
ai

100K
T
bi p
1 kPa
ci
(1)
where: Z e compressibility factor; p e pressure, kPa; r e
density, mol/l; R e gas constant, J/mol.K; T e temperature, K;
The distances from the ground surface (Series 1 and 2) and
ceiling surface (Series 3 and 4) were varied by adapting the
pipework with two 90 bends (Fig. 3). Five separate release
heightswere usedwith only one configuration active at a time:
0.05m, 0.48m, 1.22m, 2.51mand2.92m.The 1.22mrepresents
a free jet height at which the ground and ceiling surfaces play
no role in the evolution of the hydrogen jet plume.
The 0.05 m and 0.48 m jet heights were chosen as it was
thought that the 0.05 m would be heavily affected by its
proximity to the ground surface and the 0.48m less so, but still
affected. By varying the jet height close to the ground, theFig. 3 e Five possible jet relea
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drogen's natural buoyancy lifting the jet away from the
ground surface.
In order to examine the effects of jet plume height with
buoyancy negated, a ceiling was constructed. This ceiling was
constructed frommild steel and stretched 12 m along the line
of the release point and 2 m either side of it at a height of 3 m
(Fig. 4). It was supported at the sides of the ceiling, but there
were no central supports to interfere with plume formation.
The two heights of 2.51 m and 2.92 m represent the closest
comparisons physically possible to the ground release heights
(0.05 m and 0.48 m).
Ignition mechanism
For Series 2 and 4, ignition of the hydrogen plume was
required. In order to ensure ignition was achieved without the
build-up of a flammable cloud, a propane pilot light was used.
This was positioned close to the release nozzle and lit prior to
the start of the test, remaining lit for the duration of the test.
Instrumentation
Different instrumentation was used for the unignited and
ignited test series, as detailed below.
Concentration measurement
Five GDS Technologies F1 Gas Sensor katharometer type
hydrogen sensors were used for Test Series 1 and 3. These
sensors detect changes in thermal conductivity of the sample
gas and a signal is produced. They provide an output from 0 to
100% v/v of hydrogen and are temperature compensated to
account for ambient air temperature changes. The quoted
accuracy of the sensors is ± 1% full scale. In order to sample
the hydrogen from the releases, each sensor was coupledwith
its own individual pump sampling at a flow rate of approxi-
mately 10 l/min. These sensors were arranged in a sampling
array using 6mmnylon tubing to minimise disturbance to the
hydrogen jet plume.
The positioning of the sampling array was altered axially
from the release nozzle from test to test to try to optimise the
distance to the LFL (4% v/v in air for hydrogen). Sensor loca-
tions quoted in this report are axial distances from the releasese height configurations.
s associated with high-pressure hydrogen jets released in close
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Fig. 4 e Ceiling construction over release point.
Fig. 5 e FLACS geometry.
i n t e r n a t i o n a l j o u r n a l o f h y d r o g e n en e r g y x x x ( 2 0 1 6 ) 1e94nozzle for each given release height and do not alter in any
other plane. The datum for the release distances is the nozzle
outlet.
Heat flux measurement
During the ignited tests, Series 2 and 4, heat flux measure-
ments were made using fast response (50 ms) ellipsoidal ra-
diometers, which measure only radiative heat and have a
range of 110 kW/m2 with a 160 field of view. Three heat flux
sensors were used and were located at a 2 m offset to each
release in the axial plane. Sensor locations quoted in this
report are axial distances from the release nozzle for each
given release height and do not alter in any other plane.
Thermal imaging
For the ignited test series a FLIR thermal imaging camera was
used, which measures in the 7.5e13 mm spectral range and
was set to a temperature range of 0e500 C. It has a sensitivity
of <0.08 C and an accuracy of ±2% of black body temperature.
Meteorological measurement
The wind speed and direction were measured for each test at
close proximity (approx. 4 m away, to the left off shot from
Fig. 4) and at the same height as the free jet release (1.22 m)
using a GILL Instruments ultrasonic anemometer. Tempera-
ture and humidity were also measured on the test site. The
test site was not enclosed to minimise wind effects as many
hydrogen installations are sited outdoors and as such wind
effects will be present.
Simulation performed
The simulations were performed using the software FLACS-
Hydrogen from GexCon [6]. FLACS uses a rectilinear grid. In
the case of jet simulations, a zone made of cubic cells is
defined next to the leak origin. From that initial zone, the grid
is stretched to a coarser rectangular grid away from the leak
orifice. The cell size of the initial cubic zone is determined by
the leak area. Thus the computational domain was set to be
60 m long 60 m wide and 20 m high. A typical domain was
discretized in 339,815 cells with a minimum cell size ofPlease cite this article in press as: Hall JE, et al., Flammability profile
proximity to surfaces, International Journal of Hydrogen Energy (20112.5 mm and 10.7 mm for the 150barg and 425barg release
respectively. The maximum cell size was 1.5 m at the domain
boundary. For each test, depending on the direction of the
wind, the domain boundaries were defined as either wind or
nozzle. Grid sensitivity studies were performed and showed
that the results varied by less than 5%.
For each scenario, the flow is choked at the jet exit. The jet
outlet conditions, i.e. the leak rate, temperature, effective leak
area, velocity and the turbulence parameters (turbulence in-
tensity and turbulent length scale) for the flow, were calcu-
lated using an embedded jet program in FLACS. FLACS also
calculated the time dependent leak and turbulence parameter
data for continuous jet releases during high-pressure vessel
depressurisation. The estimation assumes isentropic flow
conditions through the nozzle, followed by a single normal
shock (whose properties are calculated using the Ranki-
neeHugoniot relations), which is subsequently followed by
expansion into ambient air [7]. FLACS uses the k-ε turbulent
model and the ideal gas equation of state. FLACS was exten-
sively validated against experimental data and reasonable
agreement was seen for hydrogen dispersion simulations for
various release conditions [8].
Fifteen unignited jets close to the ground and one jet close
to the ceiling were modelled with FLACS (Fig. 5) using the flow
and ambient conditions prevailing at the moment of eachs associated with high-pressure hydrogen jets released in close
6), http://dx.doi.org/10.1016/j.ijhydene.2016.05.113
Fig. 6 e Wind direction and velocity prevailing during the experiments and their average for Test 7 and 8.
i n t e rn a t i o n a l j o u rn a l o f h y d r o g e n en e r g y x x x ( 2 0 1 6 ) 1e9 5corresponding experiment. This resulted in time dependant
mass flow rates which corresponds to an average 7.62 g/sec
and 6.04 g/s for the 150barg and 425barg releases respectively.
These mass flow rates varied slightly based on the corre-
sponding experiment starting pressure. The releases lasted
for 20s for the 150barg storage pressure and 40s for the
425barg storage pressure.
Average wind velocity and average wind direction were
used based on the conditions prevailing during each experi-
ment. For test 7 and 8 an averaged wind direction of 120 and
205 with a wind speed of 1.6 m/s and 2 m/s were used
respectively, as shown in Fig. 6. A Pasquill class D (neutral)
was used. The ground roughness was set at 5 mm and a
reference height of 1.22 m was used. To quantify the effect of
the wind on the results, free jet releases at 150barg and
425barg, as well as an attached jet release close to a ceiling at
425barg were modelled without wind.Results
Flow rates and pressure
The pressure decay curve for Test 1, Series 1 is shown below in
Fig. 7.0
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proximity to surfaces, International Journal of Hydrogen Energy (201Fig. 7 shows that the reservoir pressure decreased from
151.2 barg to 127.4 barg during the 20s release through a
1.06 mm nozzle. It includes the mass flow rate modelled with
FLACS jet program for Test 1 of Series 1 with an average mass
flow rate of 7.46 g/sec calculated assuming isentropic expan-
sion and ideal gas equation of state. This equates to a pressure
drop to 84% of the starting pressure. As shown by Fig. 7, there
is an excellent agreement between experimentally calculated
versus FLACS modelled flow rates.
The flow rate was, on average, 7.74 gs1, which compares
well to the predicted 7.3 gs1. A high-pressure example is Test
10, Series 1, in which the pressure decreased from 425.4 barg
to 376.0 barg during a 40s release through a 0.64 mm orifice.
This equates to a pressure drop to 88% of the starting pressure
and calculates as an average flow rate of 6.05 gs1, which
compares well to the predicted 6.7 gs1.
During the test programme the measured flow rates
appeared to vary by ±10%. This may be due to slight blockages
within the nozzle or expansion and contraction of the nozzle
caused by the varying ambient temperatures, especially dur-
ing the ignited releases.
Fig. 8 shows releases with different reservoir pressures at
the same release height of 0.48 m from the ground with
approximately the same overall flow rate. It is evident from
the graph that both pressures follow the same trend, which is
expected given the similar flow rates.0
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Fig. 10 e Average hydrogen conc. for free-jet (Tests 7e9)
and ground release (Tests 1e3), Series 1.
Fig. 8 e Average hydrogen conc. for 150 barg (Tests 4e6)
and 425barg (Tests 13e15) from Series 1.
i n t e r n a t i o n a l j o u r n a l o f h y d r o g e n en e r g y x x x ( 2 0 1 6 ) 1e96Hydrogen concentration
Fig. 9 shows the hydrogen concentration evolution during a
typical release from Series 1. A ‘steady-state’ period is difficult
to determine (especially in this case) so an average concen-
tration is calculated based on the total release time for each
test at a given sampling point. As expected, the trend is that
the further from the release nozzle, the lower the hydrogen
concentration as the sensors are at the same height. The
variation in hydrogen concentration seen in Fig. 9 is due to
instability in the wind conditions during the test. Without
wind instability the concentrations should plateau during the
release, albeit, with a slight drop off due to source pressure
decay.
Fig. 10 shows a comparison between the effects of nomi-
nally identical releases close to the ground (0.05 m) and at a
free-jet height (1.22 m). Some data has been omitted from this
chart as it was performed with a different sampling orienta-
tion. The hydrogen concentrations shown in Fig. 10 are an
average taken during the release. Fig. 10 shows there is a
noticeable increase in hydrogen concentration at the same
given distance from the nozzle between the ground releases
and the free-jet releases. This is most likely due to reduced
mixing and air entrainment at ground level as the jet is unable
to expand fully, causing an extension in distance before the jet
is diluted to the same level as the free-jet release.Fig. 9 e Hydrogen concentration Test 8, Series 1.
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proximity to surfaces, International Journal of Hydrogen Energy (201Fig. 11 displays the results from Tests 1e3 for both Test
Series 1 and 3 at 150 barg. The only significant difference is the
proximity to the ground (0.05m for Series 1) and the proximity
to the ceiling (0.08 m for Series 3) and hence the effect buoy-
ancy has on hydrogen concentration. It appears that prox-
imity to the ground slightly increases the distance to LFL:
2.5 m at the ground and 2 m at the ceiling. This difference is
minor and the plume seemed to behave similarly in its evo-
lution and dispersion. Any minor decrease in distance to LFL
for a ceiling release may be caused by increased lateral spread
of the jet from buoyancy forces although this is not clear from
the experimental evidence.
Simulation comparison
The experiments were carried out in highly unstable windy
conditions with time dependent directions and velocities,
which cannot be set accurately in the CFD tool. Averagedwind
conditions had to be used instead. Thewind greatly affects the
concentration profile of the jets (Fig. 12). Compared to the
experiments, the CFD simulations over-predict the extent of
jets in most cases (Fig. 13). In test 7, where the averaged wind
velocity direction is in the opposite direction of the jet, the
simulation actually under-predict the extent of the jet (Fig. 12).
This has implications for the use of CFD tools to predict theFig. 11 e Average hydrogen conc. for 0.05 m from ground
(Tests 1e3) and 0.08 m from ceiling (Tests 1e3), Series 1
and 3 respectively.
s associated with high-pressure hydrogen jets released in close
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Fig. 12 e Average hydrogen concentration for Tests 7 and 8 and for corresponding free jet simulations without wind.
Fig. 13 e Average hydrogen concentration for free jets, ground releases and ceiling releases from Series 1 and 3.
i n t e rn a t i o n a l j o u rn a l o f h y d r o g e n en e r g y x x x ( 2 0 1 6 ) 1e9 7behaviour of hydrogen releases close to surfaces in the pres-
ence of highly unstable wind conditions. Averaged wind
conditions are not sufficient.
Radiative heat flux
The radiative heat flux for Test 1, Series 2 is shown in Fig. 14.
At 0 m downstream of the nozzle and 2 m from the jet, the
radiative heat reaches z1.7 kWm2 and appears to reach a
steady state immediately and remain at that level for the
duration of the release (20s). The increased variation in the
base level can be attributed to the propane pilot light. This
reduceswith increased distance downstream from the nozzle.Fig. 14 e Radiative heat flux from Test 1, Series 2 at 2 m
from release.
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1.6 kWm2 [9]. This is the heat flux level at which no
discomfort will be felt regardless of exposure time. Of the tests
performed during Series 2 and 4, only Tests 1e3 recorded a
maximum radiative heat flux greater than the ‘no harm’ level.
The majority of test results fall below the criterion.
Fig. 15 shows a comparison between the radiative heat flux
taken from two tests with nominally the same release con-
ditions varying only in distance from the ground. There is a
clear distinction between the heat flux output with the groundFig. 15 e Experimental radiative heat flux downstream
from nozzle for Test 1 and 7, Series 2, 2 m from release.
s associated with high-pressure hydrogen jets released in close
6), http://dx.doi.org/10.1016/j.ijhydene.2016.05.113
i n t e r n a t i o n a l j o u r n a l o f h y d r o g e n en e r g y x x x ( 2 0 1 6 ) 1e98release outputtingz40%more radiative heat than the free-jet
release. This increase may be attributed to an increase in
particulate due to the jet proximity to a concrete surface,
however, similar levels of heat flux gainwere found during the
equivalent ceiling surface release which is made from steel
with no loose particulate.
Thermal imaging
Thermal imaging was used for all of the ignited tests in Series
2 and 4. Still images of each test regime scaled to a maximum
of 70 C (shown as white hot in Fig. 16: AeJ). In each image, the
temperature scale is maintained for comparative purposes
and the camera's position is nominally the same.
In order to investigate flame lengths a number of physical
markers can be used. For the ground and free jet releaseFig. 16 e AeJ: Infra-red (IR) images of the different test regimes.
legend, the reader is referred to the web version of this article.
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can be used. These are at distances of 1.65 m and 2.85 m
downstream from the nozzle. For the ceiling release images
(Fig. 16: GeJ) the ceiling stanchions can be used. These are at
distances of 1.4 m and 3.4 m downstream from the nozzle.
With this information, approximate flame distances (>70 C)
can be estimated (Table 2).
From Table 2 and Fig. 16 it is clear there is little difference
in the flame length to 70 C for low pressure (150 barg) and
high-pressure (425 barg) releases. However, it is evident in
images of Fig. 16: CeF that the lower pressure releases were
more buoyant as the flame tip lifts compared with the mo-
mentum dominated high pressure releases.
Table 2 and Fig. 16 also show that there was a slight
reduction in flame length for the equivalent ceiling releases,
compared with those close to the ground. This correlates(For interpretation of the references to colour in this figure
)
s associated with high-pressure hydrogen jets released in close
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Table 2 e Test regime estimated flame lengths.
Distance from
surface (m)
Estimated flame length for >70 C (m)
150 barg release 425 barg release
0.05 (ground) 4.4 4.8
0.48 (ground) 2.8 2.9
1.22 (free-jet) 2.7 2.6
0.49 (ceiling) 2.2 2.4
0.08 (ceiling) 3.2 3.2
i n t e rn a t i o n a l j o u rn a l o f h y d r o g e n en e r g y x x x ( 2 0 1 6 ) 1e9 9well with the unignited data and Fig. 11, which suggested
that the distance to LFL and hence flame length was slightly
reduced for ceiling releases compared with the equivalent
ground releases. Further to this, the IR data reveals that the
flammable distance to 70 C was considerably further than
the distance to LFL as measured in the unignited tests, e.g.
Test 1e3, Series 1 ¼ 2.5 m compared to Test 1e3, Series
2 ¼ 4.4 m.Conclusions
In total, 66 jet releases of high-pressure hydrogen were per-
formed. Half of the tests were unignited releases and the other
half ignited. The main outcomes are listed below:
 The experimentally derivedmass flow rates from both flow
conditions (150 barg, 1.06 mm nozzle & 425 barg, 0.64 mm
nozzle) during testing werewithin 10% of values calculated
using Huber, 2008 [5].
 The pressure drop during each test was on average 11% of
the starting reservoir pressure
 As distance downstream from the nozzle increases, the
hydrogen concentration decreases
 Distance to LFL increases the closer to a surface
(0.05 me0.5 m) hydrogen is released, in comparison with a
free jet release (1.22 m). This is confirmed by CFD simula-
tion and experimentation
 The distance to LFL appears to be the same for flow con-
ditions (150 barg, 1.06 mm nozzle & 425 barg, 0.64 mm
nozzle) with mass flow rates of 7.5 and 6.0 g/s respectively.
Therefore the distance to LFL for a higher pressure release
(425 barg) would be increased compared with the equiva-
lent lower pressure release (150 barg) with the same orifice
diameter.
 The distance to LFL is slightly increased for an equivalent
release close to the ground compared with close to a ceil-
ing. This means buoyancy is reducing the distance to LFL
and decreasing the overall flame length
 A maximum radiative heat flux was measured as
1.8 kWm2 at a distance of 2 m; this is barely enough to
cause any pain as the threshold for “no-harm” is
1.6 kWm2. Therefore a sonic release of hydrogen at
7.7 g/s between 150 and 425 barg is unlikely to causePlease cite this article in press as: Hall JE, et al., Flammability profile
proximity to surfaces, International Journal of Hydrogen Energy (201harm from heat effects outside of the jet itself regardless
of exposure time
 The longest flame length seen was from a release 0.05 m
from the ground at 425 barg at a distance of 4.8 m, which is
twice the length of the equivalent free jet release
 The CFD simulations over-predict the extent of jets inmost
cases. This is likely to be due, in part, to the highly unstable
ambient conditions encountered during the experiments,
which could not be reproduced in the CFD tool. This has
implications for the use of CFD tools to predict the behav-
iour of hydrogen releases close to surfaces in the presence
of unstable wind conditions
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